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CABLE SCHEDULE GEG 1-3 

REF DRG NO. REF DRG. TITLE REV DRAWN CHECKED CLIENT APP

A RJM

REV A

M/F

CABLE

NUMBER
SIZE CORES TYPE

VOLT

RATING

EST.

LENGTH

(M)

DEG_FIP01_C-01 FIRE SYSTEM 240VAC ISOLATOR  DEG_ GEN01 FIP01 2.5mm2 2C+E TBA  

DEG_FIP01_C-02 DEG FP01 Sigma CP MSA Module DEG FIREPRO GENERATOR FPG01 0.75mm2 2C + E FR/SH 2HR FIRE RATED SHIELDED 6KV 4M 15MM X 1

DEG_FIP01_C-03 DEG FIREPRO GENERATOR FPG01 DEG FIREPRO GENERATOR FPG02 0.75mm2 2+E FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 6M

DEG_FIP01_C-05 DEG EXTINGUISHING MODULE SYSTEM INOPERATIVE 1mm2 4C FR/SH 2HR FIRE RATED SHIELDED .61KV 5M 20mm x 1

DEG_FIP01_C-06 SYSTEM INOPERATIVE FIRE ALARM DO NOT ENTER SIGN #1 1mm2 4C FR/SH 2HR FIRE RATED SHIELDED .61KV 2M

DEG_FIP01_C-07 FIRE ALARM DO NOT ENTER SIGN #1 FIRE ALARM EVACUATE AREA #1 1mm2 4C FR/SH 2HR FIRE RATED SHIELDED .61KV 4M

DEG_FIP01_C-08 FIRE ALARM EVACUATE AREA #1 LOCAL CONTROL STATION 1mm2 4C FR/SH 2HR FIRE RATED SHIELDED .61KV 2M

DEG_FIP01_C-09 LOCAL CONTROL STATION FIRE ALARM EVACUATE AREA #2 1mm3 4C FR/SH 2HR FIRE RATED SHIELDED .61KV 7M 20MM X 1

DEG_FIP01_C-10 FIRE ALARM EVACUATE AREA #2 FIRE ALARM DO NOT ENTER SIGN #2 0.75mm
2 4C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 5M 15MM X 1

DEG_FIP01_C-11 FRONT DOOR MCP FIP MANUAL DISCHARGE SWITCH #1 0.75mm
2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 8M

DEG_FIP01_C-12 MANUAL DISCHARGE SWITCH #1 MANUAL DISCHARGE SWITCH #2 0.75mm2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 5M 15MM X 1

DEG_FIP01_C-13 DEG FIP01 SIGMA CP EXTINGUISHING  MODULE SOUNDER / STROBE INTERNAL #1 0.75mm2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 4M 20MM X 1

DEG_FIP01_C-14 SOUNDER/ STROBE INTERNAL #1 SOUNDER / STROBE #2 EXTERNAL 0.75mm
2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 5M 15MM X 1

DEG_FIP01_C-15 SOUNDER/ STROBE #2 EXTERNAL SOUNDER / STROBE #3 EXTERNAL 0.75mm
2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 6m

DEG_FIP01_C-16 DEG FIP01 SIGMA CP 8 ZONE MODULE ZONE 2 THERMAL DETECTOR #1 0.75mm2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 5M 15MM X 1

DEG_FIP01_C-17 ZONE 2 THERMAL DETECTOR #1 ZONE 2 THERMAL DETECTOR #2 0.75mm2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 4M

DEG_FIP01_C-18 ZONE 2 THERMAL DETECTOR #2 ZONE 2 THERMAL DETECTOR #3 0.75mm2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 4M

DEG_FIP01_C-19 GEG FP01 SIGMA CP 8 ZONE  MODULE ZONE 1 IR3 DETECTOR 0.75mm2 4C FR/SH 2HR FIRE RATED SHIELDED 0.45/.75 5M 15MM X 1

DEG_FIP01_C-20 EXTINGUISHING MODULE THERMAL FUSE 0.75MM2 2C FR/SH 2HR FIRE RATED SHIELDED 0.45/.76 4M
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