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Text

FirePro	fire	suppression	system	suggested	
loca7on	layout	per	cabinet
Fire	Safety	Equipment	

Drawing	#	CW111715-B008-0004_FP

Legend	for	FirePro	generator	suggested	loca7on

For	the	size	of	the	generator	refer	to	Equipment	sschedule

Direc7on	of	moun7ng	in	each	cabinet

Once	installed	remove	
SS	safety	pin
Once	removed	
system	ac7ve

BTA	Thermal	Device

SS	Generator	cylindrical

Direc7on	of	discharge

Ray mergard
Auxiliary Hoist VFD


