Description Breaker Weight Heat Quantity
INC ACB Panel E3R3200,3P 600kg 550w 1
Softstarter Panel 500kg 550w 5
Withdrawable Panel 500kg 550w 2

VFD Panel 500kg 550w 1

Fixed Panel 250kg 300w 1

Empty Panel 100kg 2

Total Weight 5050kg

Total Heat Dissipation 5250W
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FirePro Fire Suppression SyStem 2. MAIN BUSBAR:4P-4X40X10 BARE COPPER AND FULLY INSULATION FUNCTION
Suggested Location Layout Per Cabinet 3. PE Spec:40X10 BARE COPPER 1822-MCC-2401
Fire Safety Equipment 4. COLOR: RAL 7012 FOR ALL MNSIS MSTARTS, RAL 9010 FOR OTHER PARTS. AL D BB

5. INCOMING&OUTGOING: POWER CABLE FROM BOTTOM, CONTROL CABLE FROM TOP/BOTTOM MIPIP
SKIP LOADING STATION MCC 6. MLINK IS LOCATED IN THE CONTROL CABLE COMPARTMENTS. XIAMEN LV. EQUIPMENT CO. LTD.
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