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Notes :
2.  Power to FIP 230v AC 

FIRE SAFETY EQUIPMENT PTY LTD

Title

HENDERSON Exchange

3.  Sigma XT reorts back to Ampac ZS4 FIP which has exiting monitoring.

Existing Notifier Signs

 MONITOR / DISABLE

 VIA AUTO-DIALER

6.  Auto-Dialer is connected only to Sigma XT Panel for Fire & Fault signals.

4.  Auto-Dialer Model S270
5.  Auto-Dialer is located within the Sigma XT FIP Cabinet.

1.  Fire Indicator Panel - Sigma XT Conventional - 2 Detection Zones - M3 Cabinet
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