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Notes:  AS 4487 INSTALLATION

1 Main FIP located inside EE House 520 x 390 x 130 mm 

2 Sub FIP Located inside Power House 190 x 135 x   50 mm

3 Specific Locations for Components to be indentified.

4 Power unit requires 1 x FP-3000 aerosol generator

5 EE House requires 1 x FP-2000 aerosol generator

6 240v AC isolated power supply required to Main FIP

Main FIP Signs Aerosol Generator 7 SUB FIP power from Main FIP 

8 Sign - DO NOT ENTER - mounted on outside of Power Unit

9 Sign - EVAC AREA - mounted inside of Power unit

Sub FIP 10 Sign - SYS INOPERATIVE - mounted outside of Power Unit

11 All Cabling - Fire Rated Shielded Class 5 stranded 0.75mm conductor

Sounder

Thermal Detector
PE Smoke Detector
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